HARTFORD LOOP
RETURN CONNECTION

ALTERNATE PIPING DETAIL

1.) ALL PIPING IS SCHEDULE 40.

ACCESS TO FLUEWAYS FOR CLEANING.

DETAILS SHOULD BE DESIGNED
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